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21 July 2010 

 

Mr. Adrian Hunter-Johnson & Ms. Jacque Kugler 

The Basement  

19a Westbourne Terrace Road 

Little Venice 

London W2 6NF 

 

 

 

Dear Adrian & Jacque 

 

Stepping Stones, South Hill Road, Harrow on the Hill, HA1 3PA 
 

 

We have inspected the above property in accordance with your instructions, in order to advise 

as to the condition and state of repair and decoration of the above property, having regard to 

your probable purchase of the same. 

We have pleasure in submitting our report hereunder on the condition of the property at the 

time of our inspection on Monday 26 July 2010 at which time the weather was overcast with 

light drizzle.  

DESCRIPTION AND LOCATION 

 

The property comprises a mid-twentieth century, detached, two storey cottage. The property is 

constructed using traditional materials and has cavity brick elevations with textured sand and 

cement masonry paint finishes, at the front of the property there is a projecting timber canopy 

over the entrance.  

 

There is a timber pitched roof spanning from front to back and left to right over the property 



 
 

Michael N Vince Building Surveying (Hons) 

STRUCTURAL SURVEYS: HOME BUYER’S REPORTS: LOFT CONVERSIONS: EXTENSIONS: PARTY WALL MATTERS 

 
 

with a central ridge line.  Projecting through the rear elevation is a brick built chimney stack. 

The elevations have retained the original, patented, single glazed Crittall steel frame windows 

and although the property has been modernised it has retained many of the original features.  

 

The property faces approximately south-west on to South Hill Avenue and is situated within a 

gated residence area with properties of a similar age and character.  This area is situated 

between, to the east, Northolt Road (A312) whilst to the south  is Whitton Avenue West 

(A4090). Within approximately ten minutes’ walk to the east is South Harrow underground 

station whilst approximately fifteen minutes to the west is Sudbury over and underground 

stations.  

 

The streets and pavements are maintained by the local authority and on street parking is 

possible. 
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ACCOMMODATION 

 

We have not taken any site measurements, but can confirm that the accommodation is briefly 

as follows: 

 

Ground Floor Description 

The ground floor accommodation comprises: 

 Entrance hallway 

 Cloakroom 

 Kitchen 

 Reception/dining room 

 Understairs storage cupboard 

 

First Floor Description 

The first floor accommodation comprises: 

 Staircase and landing  

 Master bedroom  

 Two single bedrooms 

 Family bathroom 

 Cloakroom 

 And 

 Airing cupboard 

 

 

At the front of the property there is a concrete paved private garden set behind a timber picket 

fence whilst to the rear of the property is a large laid to lawn with concrete paved areas 

providing entertainment amenities.  
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DEEDS    

 

We have not had sight of the deeds to the property and therefore cannot comment on them in 

whole or in part.  It is important to scrutinise the details of the deeds in order to establish 

liabilities for boundaries etc.  Your solicitor will no doubt advise you further in this respect. 

 

 

SCOPE OF THE SURVEY 

 

We have carried out an external examination of the property from ground level and available 

windows only.  We have carried out a full inspection of the property internally. 

 

If any parts of the property that were unexposed or inaccessible to us during our inspection 

are subsequently uncovered and found to be defective, then understandably we cannot accept 

any responsibility for any related damages, repair costs, or changes to the property’s value.  

 

SUMMARY 

 

Stepping Stones, South Hill Road is in reasonable condition for a property of this age and 

form of construction, and although there are no significant or urgent matters requiring 

attention there are a number of ongoing repair and maintenance issues to consider.  

 

Firstly, the property would appear to have been extended in the past with the addition of the 

master bedroom and kitchen which would probably have formerly been the garage.  This is 

identified by the cracking through the brick pointing on the front and rear elevations at the 

junction of the old and new brickwork. In addition to the retained partial chimney stack 

located in the master bedroom which would originally have been an external chimney stack 

serving the kitchen. 
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The building works generally appear to have been carried out to a good standard and are free 

from any urgent or significant defects. 

 

The rear roof has had repairs carried out in the past and the actual roof structure itself within 

the roof void is in good condition and free from any evidence of any significant defects. 

 

Externally all of the walls require various levels of preparation and redecoration due to lifting 

and cracking textured masonry paint finishes, particularly the right hand side flank elevation 

which has areas of water ingress which would suggest that the damp proof course in this 

location has failed and ultimately requires reinstating with a chemical damp proof course to 

prevent further water ingress in the future. 

 

The garden areas require the large trees to be pollarded to prevent the possibility of tree root 

action to the foundations and the paving around the perimeter of the property all requires 

varying levels of preparation and relaying generally. 

 

The front boundary fence is dilapidated and ultimately requires replacement.  

 

There are a couple of cracked panes of glass, particularly on the flank elevation which will 

require replacing in due course.  

 

The metal sheet fillets a roof level to the eyebrow roof on the rear of the slope are unsightly 

and ultimately these should be replaced with timber to improve their decorative appearance.  

 

Internally the property appears to be in satisfactory condition and free from any urgent or 

significant defects, however, ventilation should be incorporated into the family bathroom and 

cloakroom at first floor level and the insulation in the roof void should be increased to 

approximately 250mm to match current government guidelines.  
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Mastic seals around all of the sanitary fittings requires rerunning and the washers to the 

bathroom wash hand basin and bath both require restating on the hot taps as do both the plugs 

to the ground floor cloakroom and first floor bathroom.  

 

Notwithstanding our comments above, we can see no reason, from a surveyor’s point of view, 

why you should not proceed with your proposed purchase.   

 

 

 

EXTERNALLY 

 

ROOFS 

 

Main Roof 

 

1 The main roof comprise of a timber pitched roof spanning from front to back and left 

to right and on the central ridge line there are terracotta ridge tiles and to the left are 

terracotta ridge tiles whilst to the right the ridge is formed in terracotta bonnet hip 

tiles.  

2 The roof has a gradual slope towards the eaves providing an aesthetically pleasing 

architectural detail. 

3 As this roof has retained its original terracotta roof tiles it means there is slight 

undulation of the roof structure due to settlement. These areas of settlement are 

generally well within acceptable levels and therefore this amount of deflection is not 

considered unduly significant. 

4 Towards the shallower sections of the front roof slope there are spalling tiles in 
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several locations due to minor water ingress and this is predominately due to the build 

up of moss and lichen growth along this section of the slope. 

5 Ultimately this section of the roof should be swept down of the moss and lichen and 

other growth from time to time to prevent the debris blocking the gutters and the 

damaged tiles should be replaced in due course.  

6 Projecting through the roof slope to the right hand side half way along the front 

elevation is a projecting PVCu overflow pipe for the concealed water tank within the 

loft void area. Below this is a projecting soil and vent pipe for the underground 

drainage system.  Surrounding the vent pipe are lead flashings.  This overflow pipe 

and lead flashings generally appear to be in satisfactory condition and free from any 

evidence of any significant defects. 

 

Right Hand Side Roof Slope 

7 The right hand side roof slope has retained its original terracotta tiles with the rear 

ridge line having terracotta bonnet tiles.  

8 This section of roof has a mild slope over the eves which has allowed the build up of 

moss and lichen growth. 

9 This section of roof generally appears to be in satisfactory condition and free from any 

evidence of any significant defects with the exception of the moss and lichen which 

requires cleaning back in due course to preserve the integrity of this section of roof.  

Left Hand Section of Roof 

10 The left hand section of roof has retained its original terracotta tiles and the rear ridge 

line has a series of terracotta ridge tiles.  
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11 This section of roof generally appears to be in reasonable condition with the exception 

of the lower shallower sections of the roof slope which have a build up of moss and 

lichen growth, etc.  

12 Again these areas will require cleaning back in due course to preserve the integrity of 

this roof in the future. 

 

Rear Roof Slope 

13 The rear roof slope has retained its original terracotta roof tiles and in the shallower 

sections of the roof above the eaves there are slight eyebrow details to the roof line. 

14 This is an aesthetically pleasing detail, however, the front sections of the eyebrow roof 

have been weathered to a poor standard.  

15 The front section of this roof would appear to have tin or galvanised sheeting installed 

in the front of them to protect them and ultimately these are unsightly and should be 

replaced with timber components more in keeping with the character and appearance 

of the property.  

16 Generally the roof structure again, due to its span, shows signs of historic settlement 

due to the loads of the terracotta tiles.  

17 Along the ridge line and to the right hand side of the roof sections of tiles in this 

location have been repaired in the past and these repairs generally appear to have been 

carried out to a reasonable standards, however, due to the undulating timbers beneath 

this has caused several of tiles to lift in their corners which is slightly unsightly. 

18 This is to be anticipated in a property of this age and form of construction and is 

therefore not considered unduly significant. 
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19 The bonnet tiles serving the left hand rear section of the roof have areas of pointing 

missing approximately half way up the span of the ridge and this area of repointing 

will require further remedial works to improve its weather tightness.  

20 Projecting through the left hand rear section of the roof is a brick built chimney stack 

constructed in red rubber brickwork with decorative corbel courses of bricks with the 

chimney stack terminating with sand and cement flaunching supporting a series of 

terracotta chimney pots. 

21 This chimney stack at low level generally appear to be in reasonable condition with 

evidence of repointing, particularly to the right hand side of the chimney stack, 

however, the corbel courses at high level are starting to spall due to water ingress and 

are aesthetically unsightly. 

22 Ultimately, although this is not a structural issue at the moment it would benefit from 

the replacement of these bricks in due course to improve its appearance.  

23 There would appear to be several areas of moss and lichen growth building up on the 

sand and cement flaunching supporting the terracotta chimney pots and ultimately this 

should be removed to improve its decorative appearance. 

24 At the junction of the chimney stack and roof slope are a series of lead flashings and 

stepped lead flashings and lead soakers. These all generally appear to be in 

satisfactory condition and free from any urgent or significant defects. 

25 Attached to the front of the chimney stack are two TV aerial installations and these 

generally appear to be reasonably securely bracketed and free from any urgent or 

significant defects.  

Porch Roof 

26 The porch roof comprises of a flat, timber roof with lead sheet finishes. At the time of 
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the inspection this roof was heavily overgrown and had planter boxes sitting on top of 

it and so it is not possible to determine the condition of this section of the roof.  

27 It is, however, noted that this roof slopes slightly towards the left hand side of the 

property due to settlement.  This is presumably caused by the increased loads of the 

flower pots and it is therefore recommended that these flower pots and ivy vines are 

removed in the future.  

28 In addition, it should be noted that flat roofs generally have shorter life spans and 

require more maintenance than traditional pitched roofs. 

 

MAIN WALLS 

Front Elevation  

29 The front elevation is constructed in load-bearing cavity brickwork and at ground 

floor level there is a sand and cement rendered plinth.  The elevation has been finished 

with a textured masonry paint finish.  

30 The window openings along this elevation have projecting terracotta tiled cills with 

rendered concrete lintels over. 

31 At eaves level the existing timber roof joists continue through the exterior wall and 

these have been finished with stained and varnished finishes.  

32 Additionally the underside of the eaves are exposed and comprise of close shuttered 

boarding with stained and varnished finishes.  

33 This elevation has minor hairline cracking through the pointing courses to the left 

hand side of the door frame to the right of the property and minor hairline cracking 

through the rendered finishes to the lintel above this. 
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34 In addition there is slight hairline diagonal cracking to the underside of the window 

cill serving the reception room and stairwell window at first floor level.  

35 This is due to slight historic settlement and these cracks are not considered urgent or 

significant and only requiring a small amount of propriety filler prior to redecoration 

and making good.  

36 The remainder of the elevation generally appears to be in satisfactory condition, 

however, the textured masonry paint finishes throughout are generally weathered and 

will require replacing in due course as they will continue to spall. 

37 Set into the sand and cement rendered plinth, located centrally along the elevation, is a 

terracotta air vent providing ventilation and this installation generally appears to be in 

satisfactory condition. 

38 The plinth to the right hand side of the redundant door to the right hand side of the 

property is lifting away from the underlying brickwork and ultimately requires 

reinstatement to improve its appearance generally.  

39 Also located on the front elevation wall just below the eaves are a series of halogen 

security lights. These installations both generally appear to be new and are in 

satisfactory condition and free from any urgent or significant defects. 

40 To the underside of the left hand side security light is a copper overflow pipe, 

presumably serving the hot water storage system which is located in the first floor 

airing cupboard.  

 

Right Hand Side Flank Elevation 

41 The right hand side flank elevation is similarly constructed in cavity brickwork and 

finished with textured masonry paint finishes.  



Stepping Stones, South Hill Road, Harrow on the Hill, HA1 3PA 

 

 

 

 

14 

SW19 SURVEYING & DESIGN   

 

42 The windows along this elevation have projecting terracotta cills with concrete lintels 

over.  

43 At ground floor level the brick courses in this location have been finished with 

masonry paint finishes. 

44 This elevation has minor cracking through the masonry paint finishes and rendered 

finishes above the ground floor window and there is minor vertical cracking through 

the brick and pointing courses to the underside of the dining room window. 

45 These are due to expansion and contraction of this elevation during the winter and 

summer months and ultimately these cracks are not considered urgent or significant. 

They will, however, require raking out and filling the propriety filler prior to 

redecoration and making good. 

46 Generally this elevation has blistering paint finishes and cracking paint finishes due to 

its age and weathering.  

47 Located towards the rear of the elevation is a terracotta air vent providing ventilation 

and this generally appears to be in satisfactory condition and free from any evidence 

of any significant defects. 

 

Left Hand Side Flank Elevation 

48 Due to the configuration of the property and adjoining garage it wasn't possible to get 

clear views of this elevation.  

49 However, from the views that were available from the rear of the property and looking 

down the gap this wall is constructed in load-bearing cavity brickwork and at ground 

floor level as been untreated whilst at first floor level has masonry paint finishes. 
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50 It would appear that half way along the span there was an original kitchen window 

and this has been bricked in in the past due to the addition of the garage in the 

adjoining property. 

51 Above this is a plastic air vent providing an installation of the kitchen extractor. 

52 There is an additional air vent towards the front of the property which services the 

ground floor cloakroom. 

53 Projecting through this wall at ground floor level are a series of grey and black PVCu 

waste pipes serving the kitchen and cloakroom waste fittings.  

54 This section of brickwork generally appears to be in satisfactory condition and free 

from any evidence of any significant defects, however, there is a large build up of 

dead leaves and other debris between the garage wall and the existing cavity wall 

which should ultimately be cleared back before it causes damp ingress into the 

property in the future.  

Rear Elevation 

55 The rear elevation is also constructed in load-bearing cavity brickwork with textured 

masonry paint finishes. The window apertures have projecting terracotta window cills 

at first and ground floor level whilst the French window openings have projecting 

hardwood cills. 

56 Concrete lintels above all the openings have sand and cement rendered finishes with 

the exception of the master bedroom which has been left unrendered but has been 

finished with gloss paint finishes.  

57 At ground floor level the brickwork has been finished with black masonry paint and 

set into the elevation is a cast iron air vents providing ventilation which generally 

appear to be in satisfactory condition.  
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58 The bottom sections of the wall are heavily overgrown and it is therefore not possible 

to get clear views of the entire elevation. However, views of the first floor brickwork 

generally suggests that this elevation is in satisfactory condition and free from any 

urgent or significant defects. 

59 There is minor hairline cracking through the brick courses between the middle 

bedroom and master bedroom and these are due to slight historic settlement of the 

extension and are therefore nor considered significant. 

60 Additionally there is minor cracking through paint and brick courses to the right hand 

side lintel serving the dining room.  

61 All of the minor hairline cracks on this elevation will require filling with propriety 

filler prior to redecoration and making good. Ultimately some consideration should be 

given to all of the walls throughout the property with regards to the condition of the 

masonry paint finishes and how weathered they are and the possible preparation and 

redecoration of these finishes in due course.  

62 The vines on the rear elevation should either be removed or cut back from time to 

time to prevent their tendrils causing damage to the brickwork and pointing. 

63 At roof level to all of the eaves around the perimeter of the property there are 

projecting timber joists which are supporting the close shuttered boarding to the 

underside of the roof structure.  

64 All these joists and close shuttered boards have stained and varnished finishes and 

generally appear to be satisfactory and free from any urgent or significant defects. 

65 However, there is slight weathering of the timber boards throughout the perimeter of 

the property and these have become lighter in colour and ultimately require restaining 

to match the remainder of the timber components. 
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66 Attached to the main rear wall at roof level is an exterior security light and large 

halogen light installation. These both appear to new and generally appear to be in 

satisfactory condition and free from any urgent or significant defects. 

67 To the left of this halogen security light is a TV aerial satellite dish and this 

installation similarly appears recently installed and in satisfactory condition.  

 

Generally 

68 We have not inspected the foundations of the house and therefore cannot comment on 

their type or condition.  However, from the views available to us there was nothing to 

suggest that there is a problem with the foundations at present. 

 

WINDOWS AND EXTERNAL JOINERY 

69 Our inspection of the external joinery was largely a visual inspection, although if we 

suspected that if there were areas of rot and timber decay we have probed the timbers 

with a penknife blade, and in addition when carrying out our internal inspection, 

where possible, we have opened all of the windows.   

70 The windows on the front elevation comprise of the original steel frame single glazed 

Crittall frame windows with gloss paint finishes.  

71 All the windows on this elevation generally appear to be in satisfactory condition and 

working order and free from any urgent or significant defects. 

72 The front entrance door comprises the original crossed and braced hardwood door set 

into a hardwood frame with stained and varnished finishes.  
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73 This door and frame generally appear to be in satisfactory condition and free from any 

urgent or significant defects. 

74 To the right of the front elevation is an additional door into the property and again this 

comprises of a crossed and braced timber hardwood door set into a hardwood timber 

frame all with stained and varnished finishes.  This door is not operable as internally 

there is furniture in front of it. 

75 This door generally appears to be reasonable condition, however, the drip moulding at 

the bottom of the door has lifting varnishes and ultimately requires preparation and 

redecoration to maintain its condition and appearance.  

76 The joinery on the right hand side flank elevation comprises of the original steel 

single glazed Crittall frame windows with gloss paint finishes. These again generally 

appear to be in reasonable condition, however, several areas of the putties have lifting 

paint finishes and require redecoration.  

77 Additionally there is a broken pane of glass located centrally to the fixed panel which 

requires replacement to improve its appearance.  

78 The joinery on the main rear elevation at first floor level comprises the original, single 

glazed, steel frame Crittall windows with gloss paint finishes all of which generally 

appear to be in satisfactory condition.  

79 At ground floor level located centrally and to the rear right hand side of the property 

are a series of French windows.  

80 The central set of French windows comprise of Crittal steel frame single glazed 

French windows with gloss paint finishes with a projecting hardwood cill with no 

finishes. This frame generally appear to be in reasonable condition, however, requires 

redecoration and the cill itself has no decorations and is weathered and would benefit 

from being decorated to protect it from the weather and maintain its condition and 
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appearance. 

81 The French windows serving the kitchen comprise of colonial style single glazed 

hardwood doors set into a hardwood frame with gloss paint finishes and a projecting 

hardwood cill with gloss paint finishes.  Set into the right hand side leaf is a plastic cat 

flap. 

82 At the time of the inspection the keys for this door could not be located. The 

decorative finishes are reasonably weathered and ultimately require making good prior 

to redecoration.  The actual working condition of the doors is not known. 

 

DRAINS AND PIPEWORK 

83 We did not inspect the underground drainage system and therefore cannot comment 

further in this respect.  We can arrange for an independent drain inspection on receipt 

of your further instructions. 

84 It is important to maintain the external plumbing in sound condition, in order to avoid 

leakage, which can cause damp penetration and result in timber decay and a 

deterioration of the main structure. 

85 The rainwater disposal from the main roof at the front of the property is taken in cast 

iron guttering which terminates into a PVCu downpipe discharging directly over a 

rainwater gulley at ground floor level.  

86 This guttering, downpipe and gulley generally appear to be in satisfactory condition.  

87 To the left of this is a soil and vent pipe serving the first floor WC and this is formed 

in PVCu and this discharges directly below ground into the drainage system and 

generally appears to be in satisfactory condition.  
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88 To the right of the rainwater gutter is a plastic hopper which takes the waste from the 

first floor bathroom and this discharges directly over a drainage gulley at ground floor 

level. Again this installation generally appears to be in satisfactory condition.  

89 The rainwater disposal from the right hand side of the flank elevation roof is taken via 

cast iron guttering which terminates into a cast iron downpipe on the rear left hand 

quarter of the property and this has gloss paint finishes and discharges directly over a 

drainage gulley at the base of the building.  

90 This installation generally appears to be in satisfactory condition, however, the left 

hand section of guttering appears to be lower than the actual outflow pipe for the 

gutter and it is therefore recommended that this section of guttering is lifted to allow 

the rainwater to flow more easily through the gutter. 

91 The rainwater disposal from the main rear roof is taken via black cast iron guttering 

and black PVCu downpipe discharging into a rainwater gulley at the base of the 

building.  

92 This installation generally appears to be in satisfactory condition and free from any 

urgent or significant defects, however, it is noted that there is a large amount coaxial 

cable in the drainage gulley in this location and ultimately this will cause blocking of 

the gulley in the future and should be removed.  

93 The rainwater disposal from the left hand side flank elevation roof is taken via black 

cast iron guttering where it is taken via gloss painted PVCu guttering into a cast iron 

downpipe which terminates directly over a rainwater gulley and this installation 

generally appears to be in satisfactory condition. 

94 To the left of this downpipe is an exterior garden tap formed in copper and brass 

components and ultimately this should be lagged to prevent freezing in the winter 

months. 
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95 Running in the void between the house and the adjoining property is a raised PVCu 

drainage pipe which continues towards the rear of the property. This is heavily 

covered with leaves at the time of the inspection and only a metre of it was accessible.  

96 This pipe and its installation generally appear to have been carried out to a reasonable 

standard and appear to be free from any urgent or significant defects.  

97 Abutting the rear elevation wall is a small brick built storage shed with a flat concrete 

roof all with masonry paint finishes.  This storage shed houses the boiler and is 

accessed via a softwood louver door set into a hardwood frame with gloss paint 

finishes. The door and frame generally appear to be rotten at low sections and are 

binding and ultimately require redecorating and planeing to suit. The brickwork itself 

has reasonably large cracks running through the pointing and lifting due to lack of 

lateral restraint of the brick wall itself as the concrete roof is fixed, the thermal 

movement has caused cracking and movement of this wall. This is not considered 

unduly significant and only requires a small amount of repointing prior to redecoration 

and making good.  

BOUNDARIES 

Front Boundary 

98 The front boundary is set at the back edge of pavement and comprise of a timber 

picket fence with softwood components which have been left untreated. 

99 The left hand side section of the front fence, particularly the posts are rotten at low 

level and will require replacing.  

100 The right hand side section of front fence is heavily overgrown with ivy and although 

generally appears to be well maintained it is presumed that this fence is of the same 

age and date of the left hand side fence and ultimately will require replacement.  
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101 The left hand side front boundary comprises of approximately 1200mm high one brick 

thick wall with a solider course coping. This has got vines growing over it but 

generally appears to be in satisfactory condition and free from any urgent or 

significant defects. 

102 The right hand side boundary wall is formed by a approximately  two metre high one 

brick thick wall constructed in London, yellow stock, facing brick and this wall, 

although heavily overgrown with ivy generally appears to be in satisfactory condition. 

103 Access to the front door from the road is via a crazy concrete paved path and stairs. 

Stepping down to a concrete crazy paved path which wraps around the right hand side 

of the property. 

104 The steps to the path have loose paviours and ultimately these are a trip hazard and 

will require relaying.  

105 Patch repairs have been carried out to the crazy paving at the bottom of the stairs and 

this has been carried out to a poor standard as the pointing doesn’t match the existing 

pointing. 

106 Leading up to the front door is a raised concrete slab finished with terracotta tiles. 

This installation generally appears to be in satisfactory condition. 

107 The internal parts of the front garden comprises of terraced flower beds formed in 

broken concrete paviours.  

108 These generally appear to be reasonably fit for the purpose, however, there are several 

loose paviours particularly to the higher section of the garden.  

109 The garden themselves are predominately filled with small planter beds and are well 

maintained. 

110 To the rear of the left hand side section of the front garden is a cast iron manhole 
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cover and this is cracked and requires replacement and above this is a terracotta air 

vent with a metal cowling providing sub-drainage ventilation.  This installation 

generally appears to be in satisfactory condition.  

111 Set into the crazy paving to the right of the property is a rainwater drainage gulley 

which goes into the underground drainage system and this was free from any 

obstructions at the time of the inspection. 

112 The right hand side boundary along the flank elevation is constructed in a two metre 

high London, yellow stock, facing brick wall with brick copings. This wall is 

overgrown with climbers that are well maintained and this section of boundary wall 

generally appears to be in satisfactory condition. 

113 Access along this section is via a concrete crazy paved path. This path is undulating 

and there is cracking through the pointing in several locations which provides a minor 

trip hazard and ultimately these areas will require repointing generally. 

114 The rear right hand side boundary is made up of heavily overgrown walls varying in 

height from two metres to a metre and a half with the rear section of right hand side 

boundary comprising of a chain link fence.  

115 The metre and a half section high walls have been finished with timber trelliswork.  

116 The right hand side boundary generally appears to be in reasonable condition and free 

from any evidence of any significant defects, however, there is minor cracking 

through the brick courses in several locations due to tree root action but these are not 

considered unduly significant and are not causing any major damage to the walls 

themselves. 

117 The chain link fence generally appears to be a resent installation and is in satisfactory 

condition.  
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118 The rear boundary fence and rear left hand side section of boundary fence comprises 

of a 1800mm high chain link fence. Running around the perimeter of this fence are 

small shrubs and this fence generally appears to be reasonably new and well 

maintained and the shrubs themselves generally appear to be well maintained.  

119 The front section of the rear left hand side boundary fence comprises of the external 

wall to the adjoining property to the left residence with the remainder of the fence 

comprising of a timber picket fence with no finishes.  

120 The timber picket fence itself is in a dilapidated condition and although hardly visible 

through the canopy of foliage ultimately will require replacing in due course.  

121 The first section of the rear garden immediately adjacent to the French doors 

comprises of a concrete crazy paved patio area. The paving in this location is 

undulating but is generally well within acceptable levels and free from any evidence 

of any urgent or significant defects. 

122 This patio area is accessed via a set of concrete crazy paved steps leading from the 

reception room. These steps are undulating and have several areas of missing concrete 

paving and several area of loose paving and ultimately the steps are a trip hazard and 

require some preparation prior to relaying the paviours in this location.  

123 To the rear of this the garden is laid to lawn surrounded by well maintained planting 

beds.  

124 The rear section, in the middle of the garden, is a large planting bed with a pond. At 

the time of the inspection this pond was working and generally appear to be in good 

condition. 

125 To the rear of the central planting bed and pond the garden again is laid to lawn. 

Again this section generally appears to be well maintained and free from any urgent or 

significant defects. 
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126 Access throughout the garden is via a concrete crazy paved paving and most of it is 

generally in satisfactory condition with the exception of the right hand side which has 

undulating finishes and would form a trip hazard and ultimately these sections that 

have risen due to tree root action will require relaying in due course.  

127 There are a number of mature conifers and fruit trees within the garden which raise 

the potential risk of structural damage to the property due to tree root action.  It has 

been known for tree roots to undermine a building's foundations causing serious 

damage. However, the trees do not appear to have caused any problems to the 

property at the present time. 

128 Despite this, we suggest that the trees are pruned on an annual basis, by a competent 

tree surgeon, to prevent any further growth both above and below ground. 

129 Additional garden storage is provided by a series of timber shiplap sheds. The sheds to 

the left hand rear section of the property comprises a timber roof with felt finishes 

spanning from left to right with walls formed in shiplap timber components. This 

shed, although weathered generally appears to be reasonably fit for its purpose.  

130 The right hand exterior garden shed has a timber pitched roof spanning from left to 

right with felt roof coverings. The walls are formed in shiplap softwood panelling. 

The roof itself is dilapidated and has several holes through it and the shiplap panelling 

particularly to the left hand side of the shed is dilapidated and coming away from the 

frame and ultimately requires replacement.  
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INTERNALLY 

Our inspection of the interior was restricted by the fixtures, fittings and close fitted floor 

coverings, which we did not disturb.  Our report is therefore based on the result of a visual 

inspection of the exposed surfaces, no parts of the property have been opened up. 

ROOF SPACE 

131 The roof space is accessed via a tongue and grooved softwood gloss painted panel 

hatch located on the first floor landing.  Access to the loft itself is via an in-situ 

softwood style ships ladder with gloss paint finishes. Both of these installations are in 

satisfactory condition and decorative order.  

132 The internal parts of the roof structure itself comprise of a joisted roof with close 

shuttered boarding to the underside of the battens supporting the tiles.  

133 The interior area of the roof structure and the roof structure itself generally appears to 

be in satisfactory condition and free from any evidence of any significant defects. 

134 Although there was no specific means of ventilating the roof void it appears to be 

reasonably well ventilated and free from any evidence of any build up of 

condensation, etc.  

135 Although there did not appear to be any evidence of wood boring insects it is noted 

that approximately 70% of all properties of this age have some form of insect attack 

and as the roof timbers are unlikely to have been treated (unless these are provided by 

the vendor) then ideally you should allow for carrying out timber treatment work in 

the roof void areas. 

136 There is approximately 50mm of insulation quilt laid between the ceiling joists and as 

this does not meet current government guidelines, ideally consideration should be 

given to increasing this to 250mm in thickness. 
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137 Located in the roof void is a cold water storage tank and this is not insulated and does 

not have a lid and it is recommended that the cold water storage tank be insulated and 

a lid incorporated to stop foreign debris falling into the water supply. 

138 Also installed in the loft space is an expansion vessel for the hot water cylinder. This 

installation generally appears to be reasonably new and is in satisfactory condition. 

 

CEILINGS, INTERNAL WALLS AND PARTITIONS 

139 The ceilings throughout the ground floor comprise of a combination of textured lining 

paper and emulsion, emulsion paint finishes and smooth lining paper and emulsion. 

140 The ground floor area to the staircase ceiling has been finished with tongue and 

groove panelling.  

141 The ceilings throughout generally appear to be in reasonable condition. However, 

there is minor board marks at the junction of the plasterboard components in the 

dining room area and there is slight historic settlement of the plaster finishes in the 

reception room area. 

142 These defects are to be anticipated in a property of this age and form of construction 

and are therefore not considered unduly significant.  

143 The tongue and groove panelled section of the ceiling in the lower entrance has gloss 

paint finishes and this generally appears to be in satisfactory condition and decorative 

order.  

144 The ceilings throughout the first floor comprise of the original lath and plaster ceilings 

and have been finished with a combination of textured lining paper and emulsion and 

emulsion paint finishes. 
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145 The ceiling throughout the first floor generally appear to be in reasonable condition 

and free from any urgent or significant defects, however, there is slight lifting of the 

wallpaper linings in the middle single bedroom and there is slight ‘bellying’ of the 

plaster finishes to the ceiling in this location due to historic settlement.  

146 These defects are to be anticipated in a property of this age and form of construction 

and are therefore not considered unduly significant. 

147 The internal walls and partitions are formed in a combination of plaster and 

plasterboard walls finished with a combination of textured gloss paint finishes, 

emulsion paint finishes and with the kitchen walls finished with tiles and tongue and 

groove panelling.  

148 The stairwell wall comprises of fair faced brickwork with gloss paint finishes. The 

family bathroom and ground floor cloakroom both have tiled finishes. The wall to the 

understairs storage cupboard comprises of hardwood stained and varnished panelling 

whilst the front elevation wall to the dining room has exposed fair faced brickwork 

with emulsion paint finishes. 

149 The master bedroom walls comprise of plaster walls with textured wallpaper linings 

with emulsion paint finishes. 

150 All of the walls generally appear to be in satisfactory decorative order and structural 

condition and free from any urgent or significant defects. 

151 The chimney breast has been retained in the reception room and comprises of a cast 

iron fire surround with cast iron insert fire with a slate hearth. It would appear that this 

chimney breast has not been used recently and should it be intended to be used it is 

recommended that it is swept and checked by a competent chimney sweep prior to 

use.  

152 The chimney breast in the master bedroom has been retained, however, the fireplace, 



Stepping Stones, South Hill Road, Harrow on the Hill, HA1 3PA 

 

 

 

 

29 

SW19 SURVEYING & DESIGN   

 

hearth and surround has been removed and the surfaces made good. As this chimney 

breast cannot be seen in the roof void or through the roof structure itself and has been 

partially removed and it is therefore not possible to open up and use this chimney 

breast in the future.  

 

FLOORS, SKIRTINGS AND STAIRS 

153 The floors throughout the ground floor comprise of concrete floors with fully fitted 

carpets with the exception of the hallway entrance area, ground floor cloakroom and 

kitchen which have suspended, timber floors with a combination of vinyl sheeting, 

fully fitted carpet or terracotta tiles.  

154 These floors are all generally firm and level and free from any urgent or significant 

defects.  

155 All the floors throughout the first floor comprise of suspended, timber floors with 

floor joists and floor boarding and are predominately finished with fully fitted carpet 

with the exception of the family bathroom and cloakroom which have vinyl sheeting.  

156 These floors slope slightly towards the rear of the property and this is to be anticipated 

in a property of this age and form of construction and is therefore not considered 

unduly significant. 

157 The skirtings throughout the ground floor predominately comprise of softwood 

chamfered edge skirtings with stained and varnished finishes all of which generally 

appear to be in satisfactory condition and decorative order.  

158 The skirtings throughout the first floor comprise of chamfered edge softwood 

skirtings with a combination of stained and varnished and gloss paint finishes, all of 

which generally appear to be in satisfactory condition and decorative order 
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throughout.  

159 The original staircase from ground to first floor level has been retained and comprises 

of carpeted treads and risers and gloss painted strings. The handrail is formed in one 

inch rope supported off brass bracket. The staircase, stings and handrail all generally 

appear to be in satisfactory condition and decorative order, however, it is 

recommended that a hardwood mop stick handrail is included for safety.  

 

DAMPNESS 

160 Systematic readings were taken around the walls at ground floor level with an 

electronic moisture meter to establish if there were any significant levels of rising 

dampness, and were found to be generally free of any evidence of dampness, with the 

exception of the rear right hand corner and right hand side flank elevation walls which 

have significantly high readings, in addition to the internal plaster finishes to both the 

left and right hand plaster reveals to the front entrance door. 

161 These areas, particularly to the rear of the property, will require further investigation, 

and the installation of a chemical damp proof course to prevent further water ingress 

in the future.  

162 Your attention is drawn to the small risk of timber decay, including dry rot, in all 

timbers in contact or adjacent to dampness, such as skirting boards, floor joists, etc.   
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INTERNAL JOINERY 

163 All of the doors throughout the ground floor comprise of crossed and braced panel 

doors with a combination of emulsion and stained and varnished finishes all of which 

generally appear to be satisfactory condition and free from any urgent or significant 

defects. 

164 Internally the front entrance door comprises of a crossed and braced door with gloss 

paint finishes and this generally appears to be in decorative order and working 

condition.  

165 The kitchen French windows internally have gloss paint finishes, however, as noted 

before in external joinery section, we could not find the keys to the doors so it was not 

possible to determine the condition of their operation.  

166 Internally the French window has softwood reveals and architraves with gloss paint 

finishes and are in reasonable condition, however, on the top right hand section there 

is cracking at the junction of the timber components due to drying shrinkage and this 

area will ultimately require filling in due course prior to preparation and redecoration. 

167 The steel French windows leading from the reception room have gloss paint finishes 

internally and are in satisfactory condition.  

168 All the window cills throughout the property internally have 25mm thick terracotta 

quarry tiles, all of which are in satisfactory condition and decorative order.  

169 The window to the stairwell has plastic horizontally sliding secondary glazing and this 

installation generally appears to be reasonable condition.  

170 All of the windows throughout the first floor comprise of Crittall steel frame windows 

with gloss paint finishes, all of which are generally in satisfactory condition, however, 

the right hand side rear single bedroom has a broken pane of glass on the right hand 



Stepping Stones, South Hill Road, Harrow on the Hill, HA1 3PA 

 

 

 

 

32 

SW19 SURVEYING & DESIGN   

 

side flank elevation window which requires replacing.  

171 All of the doors throughout the first floor comprise of crossed and braced panel doors 

with gloss paint finishes and are generally in reasonable condition with the exception 

of the middle bedroom where this door has warped and requires easing and adjusting. 

KITCHEN FITMENTS 

172 The kitchen is fitted with a modest range of wall and floor mounted units, including a 

solid granite worktop with a machined in drainage board, with a stainless steel sink 

and drainer with chrome mixer tap and there is an integrated oven with a four ring gas 

hob over with mechanical extraction to the exterior of the property.  

173 To the underside of the worktop, spaces have been left for a dishwasher and a fridge. 

There is also an integrated washing machine to the underside of the main worktop. 

174 All the waste and water supplies generally appear to be in satisfactory condition and 

free from any urgent or significant defects.  

SANITARY FITTINGS 

Ground Floor Cloakroom 

175 The ground floor cloakroom is fitted with a close coupled WC and a wall hung wash 

hand basin with brass taps.  

176 The cistern in is faulty requiring several pumps to activate the cistern, therefore it is 

recommended that the internal components to the cistern be replaced. 

177 The hand basin hot and cold taps have the tap heads in the wrong location as the hot 

tap is not working and the cold tap requires a new washer. The plug also needs 

reinstating to the wash hand basin.  
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178 It is also noted that there is passive extraction from the cloakroom to the exterior of 

the property and this installation generally appeared to be in satisfactory condition. 

 

First Floor Cloakroom 

179 The first floor cloakroom is fitted with a close coupled WC. 

180 The cistern in this location is faulty requiring several pumps to activate the cistern, 

therefore it is recommended that the internal components to the cistern be replaced. 

Family Bathroom 

181 The family bathroom is fitted with a plastic bath with a chrome mixer tap and a wash 

hand basin set into a vanity unit with chrome taps.  

182 These fittings generally appear to be inresasonable condition and the waste and water 

supplies generally appear to be in reasonable condition, however, the hot tap to the 

wash hand basin requires a new washer as it is sticky. 

183 The mastic seals around the back of the basin and perimeter of the bath all require 

rerunning and the tiles set into the top of the vanity unit are cracked and require 

replacement to improve its decorative appearance generally. 

184 It is important to maintain the perimeter seals in watertight condition in order to 

prevent water penetration under the fitting, which can lead to timber decay and 

damage internally. 

185 It is noted that there is no mechanical extraction from the first floor bathroom or 

cloakroom and it is recommended that mechanical extraction is incorporated into the 

family bathroom and cloakroom to help control the levels of condensation, etc. 
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SERVICES 

186 We have not tested the service installations within the property and therefore cannot 

comment on their condition or adequacy.  Our remarks are therefore based on a visual 

inspection only.  If further information or testing is required on these installations we 

can arrange for independent electricians and plumbers to produce reports on receipt of 

your further instructions. 

187 Cold water is provided on the rising main to the kitchen sink and hand hot water is 

provided by a floor mounted combination boiler with balanced flue to the exterior 

located in the external brick storage shed.  

188 Also included in the hot water system is a factory-insulated, floor mounted, hot water 

cylinder located in the first floor airing cupboard with its expansion vessel located in 

the loft.  

189 The timer  controls for the hot water and central heating system are digital controls 

located in the airing cupboard in the first floor landing and there are analogue 

thermostats located  on the first floor landing with another in the reception room. 

190 There is a newer digital thermostat located within the entrance hallway area. 

191 It is not known whether the analogue units are still operable or the heating system is 

run completely off the digital system and although this installation appears to be in 

reasonably new and in satisfactory condition and working order, we would  

nevertheless recommend that it is inspected and tested by a competent heating 

engineer, and a service agreement entered into. 

192 There are panel radiators in all of the principal rooms. 

193 The gas meter is located in the understairs storage cupboard.  

194 The electrical distribution board and fuses are also located in the understairs storage 



Stepping Stones, South Hill Road, Harrow on the Hill, HA1 3PA 

 

 

 

 

35 

SW19 SURVEYING & DESIGN   

 

cupboard. The electrical distribution board has three sections: one is a new miniature 

circuit breaker board which has been recently installed and the other two are the old 

style bayonet-mounted fuseboard and ultimately these should be upgraded to meet 

modern standards, with miniature circuit breaker fuse boards.  

195 However, the installation generally appears to be fit for its purpose and there generally 

appears to be a sufficient number of power and lighting points. 

196 No Smoke detectors were noted in the property, it is recommended that should any 

electrical works be planned for the future that a hard wired heat detector in the kitchen 

and hard wired smoke detectors in the hallway and landing areas be installed. 

 

197 There is also no burglar alarm fitted to the property ,therefore on the question of 

security, we recommend that an appointment is arranged with the local Crime 

Prevention Officer in order to obtain professional advice on the question of locks, 

alarms, and security, etc.  This service is free of charge. 

 

GENERALLY 

198 We have not inspected woodwork or other parts of the structure that are covered, 

unexposed or inaccessible and we are therefore unable to report that any such part of 

the property is free from defect. 

199 We are obliged by Law to point out that we have not carried out investigations to 

determine whether high alumina cement, asbestos, calcium chloride additives, 

permanent wood wool slab formwork or other deleterious materials were used during 

the construction or repair of the building and we are therefore unable to confirm that 

the building is free from risk in this respect. 
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200 We also confirm that we have not tested the building, or its land, for pollutants, 

contaminants, methane, radon or toxic gases and we have not carried out a site 

investigation, a geographic or geophysical survey, and we are therefore unable to 

confirm that the property is free from risk in these respects. 

201 We have not taken into account the layout or any dimensions within the property that 

may restrict the movement, installation or removal of furniture, equipment, or other 

goods and we are therefore unable to give any guarantees or advice in this respect. 

202 We have not investigated the likelihood of the property being affected by flooding, 

and refer you to the Environmental Agency (www.environment-agency.gov.uk) if this 

is a concern. 

 

CONCLUSION 

203 Stepping Stones, South Hill Road is in reasonable condition for a property of this age 

and form of construction, and although there are no significant or urgent matters 

requiring attention there are a number of ongoing repair and maintenance issues to 

consider.  

204 Firstly, the property would appear to have been extended in the past with the addition 

of the master bedroom and kitchen which would probably have formerly been the 

garage.   

205 The building works generally appear to have been carried out to a good standard and 

are free from any urgent or significant defects. 

206 The remainder of the property generally is in reasonable condition. The rear roof has 

had repairs carried out in the past and the actual roof structure itself within the roof 

void is in good condition and free from any evidence of any significant defects. 

http://www.environment-agency.gov.uk/
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207 Externally all of the walls require various levels of preparation and redecoration due 

to lifting and cracking textured masonry paint finishes, particularly the right hand side 

flank elevation which has areas of water. 

208 The garden areas require the large trees to be pollarded to prevent the possibility of 

tree root action to the foundations and the paving around the perimeter of the property 

all requires varying level of preparation and relaying generally. 

209 The front boundary fence is dilapidated and requires replacement.  

210 There are a couple of cracked panes of glass, on the flank elevation which require 

replacing in due course.  

211 The metal sheet fillets a roof level to the eyebrow roof on the rear of the slope are 

unsightly and should be replaced with timber to improve their decorative appearance.  

212 Internally the property generally appears to be in satisfactory condition and free from 

any urgent or significant defects, however, ventilation should be incorporated into the 

family bathroom and cloakroom at first floor level and the insulation in the roof void 

should be increased to 250mm.  

213 Mastic seals around all of the sanitary fittings requires rerunning and the washers to 

the bathroom wash hand basin and bath both require restating on the hot taps as do 

both the plugs to the ground floor cloakroom and first floor bathroom.  

214 Notwithstanding our comments above, we can see no reason, from a surveyor’s point 

of view, why you should not proceed with your proposed purchase.   
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FIRE INSURANCE VALUATION 

215 In our opinion, The Royal Institution of Chartered Surveyors rebuilding cost 

valuation, for fire insurance purposes only, amounts to £100,000.00, (one hundred 

thousand pounds). This figure includes for demolition and professional fees, but 

excludes VAT. 

Finally, in accordance with our standard practice, we confirm that this report is for the 

attention of the addressee only and that no liability can be accepted to a third party by this 

firm for the whole or any part thereof. 

Yours sincerely 

M Vince 
 

SW19 SURVEYING & DESIGN   
 
If you have queries relating to this report, please do not hesitate to telephone our surveyor direct:  

Mr M Vince on Tel 07834510956  

E-mail Michael.vince@blueyonder.co.uk 

 

Cost Summary 
Description Estimated £ 

Prepare and redecorate exterior masonry  5000 

Prepare and redecorate external joinery 3000 

Replace front boundary fence  700 

Damp inspection report 600 

Relay paving  900 

Install new fuse board 250 

Install smoke detectors 360 

Total (excluding VAT) £10,810 

The above figures are intended as a guide only and should be verified by a builder prior to 

exchange of contracts. 

 

The above figures exclude VAT. 

 

It is usually prudent to allow an additional 15% contingency sum for unforeseen costs, when 

undertaking building repairs. 
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Spalling roof tiles front roof slope 

Crack through paint finishes and brick 

pointing below dining room window 

Crack through paint finishes and brick 

pointing above dining room window 

 

 

Crack through pointing below lounge front 

window 
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Spalling bricks rear chimney elevation 

 

Crack through pointing at junction of old 

and new brickwork to extension 

 


